
 

Environmental and Social Monitoring Report 
 

 
 
 
 
 
Semi Annual Report 
March 2017 
 
Main Report 
 
 
 

RMI: Ebeye Water Supply and Sanitation Project  
 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Prepared by Kwajalein Atoll Joint Utilities Resources Inc. for the Government of the Republic of 

the Marshall Islands and the Asian Development Bank. 

 

This environmental and social monitoring report is a document of the borrower. The views 

expressed herein do not necessarily represent those of ADB's Board of Directors, Management, 

or staff, and may be preliminary in nature.  

 

In preparing any country program or strategy, financing any project, or by making any designation 

of or reference to a particular territory or geographic area in this document, the Asian 

Development Bank does not intend to make any judgments as to the legal or other status of any 

territory or area. 

 



 

CONTENTS 

 

ABBREVIATIONS ............................................................................................................................................................................ 4 
WEIGHTS AND MEASURES ........................................................................................................................................................... 4 

I.  INTRODUCTION ...................................................................................................................................... 1 
A.  Report purpose ....................................................................................................................................................................... 1 
B.  Project Description ................................................................................................................................................................. 1 
C.  ADB Safeguard Policies ......................................................................................................................................................... 3 
D.  National and local policy, legal and administration framework ................................................................................................. 3 

II.  Project Safeguards Status ..................................................................................................................... 4 
A.  Status overview ...................................................................................................................................................................... 4 
B.  Grievance Redress Mechanism (GRM) .................................................................................................................................. 4 

III.  EWSSP01 – SWRO PLANT .................................................................................................................... 5 
A.  Description of the works.......................................................................................................................................................... 5 
B.  Implementation Status ............................................................................................................................................................ 5 
C.  Social Safeguards Monitoring Results .................................................................................................................................... 5 
D.  Environmental Safeguards Monitoring Results ........................................................................................................................ 6 

IV.  EWSSP-ENUPPS02 - ELECTRICAL NETWORK UPGRADES AND POWER PLANT MONITORING 
SYSTEM ................................................................................................................................................... 7 

A.  Description of the works.......................................................................................................................................................... 7 
B.  Implementation Status ............................................................................................................................................................ 7 
C.  Social Safeguards Monitoring Results .................................................................................................................................... 7 
D.  Environmental Safeguards Monitoring Results ........................................................................................................................ 7 

V.  EWSSP-WSSP03 - LABOR, MATERIAL AND EQUIPMENT FOR THE CONSTRUCTION, 
REHABILITATION AND REFURBISHMENT OF WATER SUPPLY AND SANITATION SYSTEMS 
FOR EBEYE ATOLL ................................................................................................................................ 8 

A.  Description of the works.......................................................................................................................................................... 8 
B.  Implementation Status ............................................................................................................................................................ 8 
C.  Social Safeguards Monitoring Results .................................................................................................................................... 8 
D.  Environmental Safeguards Monitoring Results ........................................................................................................................ 9 

VI.  EWSSP – SSU04 – SCHOOL SANITATION UPGRADE .....................................................................11 

VII.  CONCLUSIONS AND RECOMMENDED ACTIONS .............................................................................12 
A.  Conclusions .......................................................................................................................................................................... 12 
B.  Follow up actions .................................................................................................................................................................. 12 

APPENDICES ................................................................................................................................................13 

 

 



 

LIST OF FIGURES 

Figure 1 Photos from ADB Safeguards Training delivered to KAJUR, KALGove and RMIEPA Staff in 
November 2016. ...................................................................................................................................... 4 

Figure 2 Staff marking proposed pipeline alignments in North Camp to demonstrate potential 
construction impacts to residents. .....................................................................................................10 

APPENDICES 

Appendix A  – Environmental Management Plan (EMP) ...........................................................................  

Appendix B  – Sewerage Outfall Marine Survey ........................................................................................  

Appendix C  – Brine Outfall Marine Survey................................................................................................  

Appendix D  – Grievance Redress Mechanism .........................................................................................  

Appendix E  – Lease Agreement Process ..................................................................................................  

Appendix F  – Lease Summary Briefing Paper .........................................................................................  

Appendix G  – Signed Lease Agreement ....................................................................................................  

Appendix H  – SWRO Site Inspection .........................................................................................................  

Appendix I  – SWRO erosion and sediment control inspection .............................................................  

Appendix J  – Osmoflo Health Safety and Environmental Management Plan .......................................  

Appendix K  – Inventory of impacts for North Camp and Fire Victims ...................................................  

 

 



 

ABBREVIATIONS 

ADB  Asian Development Bank 

EMP  Environmental Management Plan 

EWSSP Ebeye Water Supply and Sanitation Project 

GRM  Grievance Redress Mechanism 

IEE  Initial Environmental Examination  

KAJUR Kwajalein Atoll Joint Utilities Resources Inc. 

RMI  Republic of Marshall Islands  

RMIEPA Republic of Marshall Islands Environment Protection Agency 

SPS  Safeguards Policy Statement 

SWRO Salt Water Reverse Osmosis 

WEIGHTS AND MEASURES 

USD United States Dollars 

gal Gallons 

ha Hectares 

km Kilometers 

‘ Feet 

“ Inches 

 

 



1  

I. INTRODUCTION 

A. Report purpose 

This Semi-Annual Safeguard Monitoring Report covers the period from the beginning of the project from 

April 2016 through to March 2017. This covers the project establishment period the first six months of which 

were focused on studies and detailed engineering design. Future reports will be provided on a six-monthly 

basis.  

The purpose of the report is to document the environmental management activities and resettlement and 

related land issues for:  

 EWSSP01 – SWRO01 Osmoflo contract – Supply and installation of Salt Water Reverse Osmosis 

(SWRO) Plant  

 EWSSP-ENUPPS02 - Electrical Network Upgrades and Power Plant Monitoring System  

 EWSSP-WSSP03 - Labor, material and equipment for the construction, rehabilitation and 

refurbishment of water supply and sanitation systems for Ebeye Atoll  

 EWSSP – SSU04 – School Sanitation Upgrade 

B. Project Description 

The project will address factors that result in the high incidence of waterborne disease on Ebeye, an island 

within Kwajalein Atoll. The project will improve access to safe water and sanitation and promote behavioral 

change to improve hygiene standards on the island of Ebeye that has an area of approximately 31 hectares 

and a population of more than 9,600, (population density is about 31,000 persons per square kilometer). 

Impact and Outcome. The project impact will be reduced incidence of waterborne disease on Ebeye and is 

aligned with RMI’s national development theme of empowering people and communities to reduce the 

incidence of “access related” poverty through improvements in all areas including social, economic, 

environment, governance and infrastructure as articulated in RMI’s National Strategic Plan 2015–2017). The 

outcome of the project will be improved access to safe water and improved sanitation. 

Outputs: Project outputs include: 

(i) Output 1 - Secure and safe freshwater supplies: Ebeye’s public water supply system will be 

improved and safe freshwater supplied continuously to all households by:  

a) increasing the availability of freshwater to each resident of Ebeye to 28 gallons per day through 

(a) the installation of a new SWRO unit with a freshwater production capacity of 420,000 

gallons per day,  (b) construction of 2 new saltwater wells with capacity to fully meet the 

saltwater demand, (c) construction of a brine outfall to dispose of brine effluent from the SWRO 

plant, and (d) installation of bulk supply meters at strategic locations within the water supply 

network; 

b) improving the delivery of freshwater through the freshwater supply network by: (a) the 

construction of a new freshwater pumping station, (b) installation of a 25,000 gallon elevated 

freshwater reservoir, (c) implementation of a leak detection and repair program and 

replacement of up to 2600 feet of water mains, and (d) replacement of up to 900 freshwater 
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service connections and installation of prepayment water meters on all freshwater service 

connections; and 

c) expanding the freshwater supply network by approximately 2400 feet and installation of 

service connections to 275 un-serviced households. 

(ii) Output 2 - Effective, efficient and safe sewerage services. The sewerage system on Ebeye will be 

upgraded to minimize the frequency and severity of uncontrolled sewage overflows and to reduce 

the environmental and health impacts of effluent disposal by: 

a) upgrading the sewerage system by: (a) reconstructing all sewage pump stations (4 No.), (b) 

rehabilitating or replacing existing sewers, (c) rehabilitating or replacing  manholes, and 

expanding the sewerage system and connecting  un-serviced households in North Camp and 

Fire Victims areas; 

b) upgrading of the saltwater supply system including: (a) rehabilitation or replacement of saltwater 

mains, (b) rehabilitation or replacement of  saltwater service connections, (c) construction of an 

elevated saltwater reservoir with a capacity of 50,000 liters, and (d) replacement of corroded fire 

hydrants (which are connected to the saltwater supply system) with new corrosion resistant 

hydrants.; 

c) improving the treatment and disposal of sewage by: (a) installing primary sewage treatment 

facilities (milli-screen), and (b) replacement of the existing lagoon outfall with a new outfall with 

a length of 350m discharging at a depth of 35m. 

(iii) Output 3 - Enhanced hygiene awareness and improved hygiene behaviors. A hygiene 

awareness and promotion program focusing on women and children and building upon hygiene 

awareness and promotion activities undertaken during the project preparation will be implemented 

over the full duration of the project. Output 3 will comprise: (i) educational activities that promote 

good sanitation and hygiene practices that help prevent water and sanitation related diseases; and 

(ii) upgrading and expanding sanitation facilities at schools where the ratio of students to functioning 

toilets exceeds 150 students per toilet. 

(iv) Output 4 – Secure electricity supply for water supply and sewerage operations. Power 

generation and electrical distribution system on Ebeye will be improved to address high risks to 

Ebeye’s water supply and sewerage systems by: (i) replacing the Ebeye power station high voltage 

busbars and protection equipment, (ii) replacing the existing switchgear, (iii) installing a power plant 

data monitoring system, and (iv) replacing all wooden power poles. 

(v) Output 5: Financial and technical sustainability of Kwajalein Atoll Joint Utility Resource, Inc. 

A program to assist KAJUR to implement its reform strategy to build KAJUR’s financial, technical, 

and operational sustainability will be implemented. The program will: (i) strengthen KAJUR’s 

financial management systems; (ii) implement the tariff frameworks developed during project 

preparation to ensure KAJUR services are accessible to all households, including those in greatest 

hardship, and targeting full recovery of operations, maintenance, and depreciation costs; (iii) 

introduce mechanisms to improve cost recovery such as universal (prepayment) metering of 

electricity and freshwater supply; (iv) review of the personnel structure and strengthening KAJUR’s 

administrative capacity; and (v) strengthen water and sewerage operations. To foster household 

water conservation and reduce KAJUR’s water supply and sewerage system operational costs, 

KAJUR will implement a household water service and sanitation fixtures program to repair plumbing 
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leaks and install water efficient water supply and sanitation fixtures and will initially focus on the 

poorer households on Ebeye. 

C. ADB Safeguard Policies 

All projects funded and/or administered by ADB must comply with the Safeguards Policy Statement (SPS). 

The purpose of the environmental safeguards is to ensure the environmentally soundness and sustainability 

of projects and to support the integration of environmental considerations into project decision-making. The 

policy is accompanied by the Environmental Safeguards Good Practice Sourcebook (2012). The policy 

promotes international good practice as reflected in recognized standards such as the World Bank Group’s 

Environmental, Health and Safety Guidelines. 

The SPS requires several additional environmental considerations to that generally undertaken in 

accordance with the National Environmental Protection Authority (EPA) and related legislation. These 

include: (i) identification of project environmental risks and respective mitigation measures and project 

assurances; (ii) development of a project level grievance redress mechanism (GRM) including 

documentation in the Environmental Management Plan (EMP); (iii) definition of the project area of influence; 

(iv) undertaking a physical cultural resources damage prevention analysis; (v) identification of climate 

change mitigation and adaptation strategies; (vi) identification of biodiversity conservation and natural 

resources management requirements; and (vii) ensuring that the EMP includes an implementation schedule 

and (measurable) performance indicators. 

D. National and local policy, legal and administration framework 

In addition to compliance with the ADB Safeguards policies, the project must comply with Republic of 

Marshall Islands (RMI) government policies and legislation. Including: 

 The environmental impact assessment (EIA) Regulation and associated EMP.  

 Earthmoving Regulations. These regulations stipulate that all earthmoving activities in the RMI require 

an earthmoving permit 

 Draft Sustainable Development Regulations – which require development permit for the construction of 

the sewer and brine outfalls. 

Further detail on the local environmental policy context is provided in the Initial Environmental Examination 

(IEE) which has been provided to ADB as a separate report.  
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II. Project Safeguards Status 

A. Status overview 

The following general activities have been undertaken to prepare the project environmental and social 

safeguards in the period of this report: 

 Initial Environmental Examination (IEE) has been updated, which includes the EMP (refer to Appendix 

A). 

 Ecological and morphological marine surveys have been undertaken for the sewerage outfall pipeline 

and salt water reverse osmosis (SWRO) plant brine outfall pipeline alignments (refer to Appendix B 

and Appendix C for reports) 

 Environmental Audit/Action Plans: Action plan ‘deliverables’ addressed (refer to Appendix A of the IEE) 

 Regular and ongoing consultation has been undertaken with the RMIEPA to address RMI 

environmental policies and legislative requirements. This includes discussion and involvement of the 

Ebeye RMIEPA staff regarding water quality monitoring program, permit applications, amendments to 

regulations 

 In November, 2016 safeguards training was conducted with National Environmental Specialist, Yumi 

Crisostomo, for KAJUR/KALGov/RMIEPA staff at the KAJUR conference room. This included a 

presentation on Environmental and Involuntary Resettlement policies (refer to Figure 1). 

 

Figure 1 Photos from ADB Safeguards Training delivered to KAJUR, KALGove and RMIEPA Staff in 

November 2016. 

B. Grievance Redress Mechanism (GRM) 

The Grievance Redress Mechanism has been updated to be consistent across the project, and provide 

current contact details (see Appendix D) of the person responsible for logging claims and providing 

feedback. A poster has been prepared to inform Ebeye residents of how they can make a grievance claim, 

and this has been placed on the noticeboard in KAJUR office and on the external fence of the SWRO facility 

(where current construction/installation works are occurring). There have been no grievance claims related 

to the project during the monitoring period. 
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III. EWSSP01 – SWRO PLANT 

A. Description of the works 

This component of the project involves increasing the availability of freshwater to each resident of Ebeye to 

28 gallons per day through: 

 the installation of a new SWRO unit with a freshwater production capacity of 420,000 gallons per day,   

 construction of 2 new saltwater wells with capacity to fully meet the saltwater demand 

 construction of a brine outfall to dispose of brine effluent from the SWRO plant 

 installation of bulk supply meters at strategic locations within the water supply network 

B. Implementation Status 

The effective date for the contract with Osmoflo was April 29, 2016 it is expected that commissioning of the 

plant will begin in April 2017.  Works commenced in May 2016 at various sites including the Osmoflo plant in 

Adelaide (Australia).  

Demolition works have been held at a minimum at this stage as structural arrangements were confined to 

the interior of the existing plant.  

Some works have commenced for the construction of salt water wells.  Currently, one well is under 

construction with the first step casing and the dewatering pump in place. The completion of the construction 

of the both wells is not expected before the end of May 2017.  

The Brine Outfall design is underway, with a redesign of the marine section of the outfall required resulting 

in delays in this component. However, the construction of the land section of the outfall has commenced.  

C. Social Safeguards Monitoring Results 

1. There have been no adverse social impacts from construction/installation work related to the SWRO 

Plant during the monitoring period.  

2. The work has occurred on these KAJUR leased land and within KAJUR facilities. KAJUR secured the 

land lease during the monitoring period. Appendix E details the process undertaken and Appendix F 

provides a summary of the context of the lease agreement and it’s relationship to KAJUR, whilst 

Appendix G provides a copy of the signed land lease documentation. Laydown areas for equipment 

and materials have been within the land leased by KAJUR. 

3. The SWRO works managed by the contractor have required limited numbers of laborers (on average 

seven persons working on the site over eight weeks). Laborers have come from the Philippines (five 

persons) and Marshall Islands (two persons). For a few days, an additional eight Ebeye residents were 

employed to assist in moving heavy machinery and equipment to and within the facility. Foreign 

laborers have stayed at the Ebeye Hotel or at accommodation provided by KAJUR (includes running 

water, toilets, showers, etc.). All of the personnel and laborers involved in the SWRO works have been 

male (no females). 

4. The contractor has a Health and Safety Plan, and the Supervisor for Osmoflo is the nominated person 
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responsible for health and safety matters. All personnel involved in the SWRO Plant works received 

safety training. 

5. A fence has been built around the SWRO Plant facility (see Appendix H) to restrict access to the 

worksite. The contractor has confirmed that work has not been undertaken outside of the hours of 

07:00 and 18:00. There have been no noise related complaints. 

D. Environmental Safeguards Monitoring Results 

An erosion and sediment control inspection of the works site was undertaken on 22 March 2017.  the 

outcomes of this are summarised in Appendix I and show no corrective actions were identified or evidence 

of erosion, overflow or damage reported.  

Osmoflo have provided a Health, Safety and Environmental Management Plan, issued to KAJUR in April 

2016. A copy of this is plan is provided in Appendix J.  
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IV. EWSSP-ENUPPS02 - ELECTRICAL NETWORK UPGRADES AND POWER 
PLANT MONITORING SYSTEM 

A. Description of the works 

The objective of this component of the project is to improve the power generation and electrical distribution 

system on Ebeye to address high risks to Ebeye’s water supply and sewerage systems. The scope of works 

include:  

 replacing the Ebeye power station high voltage busbars and protection equipment 

 replacing the existing switchgear 

 installing a power plant data monitoring system 

 replacing all wooden power poles. 

B. Implementation Status 

No physical works have commenced for this component of the project which is currently in Tender Phase. 

All preparatory work with respect to environmental and social safeguards is underway to facilitate design, 

tendering and procurement processes.  

C. Social Safeguards Monitoring Results 

There have been no adverse social impacts during the monitoring period. KAJUR has secured/renewed the 

land lease for the land in which the power plant and associated facilities are located (Appendix E and 

Appendix G details the process undertaken and copies of the land lease documentation). As there has not 

been any works related to the electrical network upgrades or power plant, there is nothing to report 

regarding labor, health and safety, noise and other social impacts. 

D. Environmental Safeguards Monitoring Results 

No physical works have commenced. The contractor will be required to prepare a Construction 

Environmental Management Plan (CEMP).  
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V. EWSSP-WSSP03 - LABOR, MATERIAL AND EQUIPMENT FOR THE 
CONSTRUCTION, REHABILITATION AND REFURBISHMENT OF WATER 

SUPPLY AND SANITATION SYSTEMS FOR EBEYE ATOLL 

A. Description of the works 

The objective of this component of the project is to provide secure and safe freshwater supplies and 

effective and efficient and safe sewerage services. The scope of works involved with this component of the 

project includes: 

 Water supply system construction, rehabilitation and refurbishment including: 

 the construction of a new freshwater pumping station,  

 installation of a 25,000 gallon elevated freshwater reservoir,  

 implementation of a leak detection and repair program and replacement of up to 2600 feet of water 

mains,  

 replacement of up to 900 freshwater service connections and installation of prepayment water 

meters on all freshwater service connections;  

 expanding the freshwater supply network by approximately 2400 feet and installation of service 

connections to 275 un-serviced households. 

 Sewerage system construction, rehabilitation and refurbishment including: 

 constructing of four new sewerage pump stations  

 rehabilitating or replacing existing sewers 

 rehabilitating or replacing  manholes, and expanding the sewerage system and connecting  un-

serviced households in North Camp and Fire Victims areas 

 upgrading of the saltwater supply system including:  

 rehabilitation or replacement of saltwater mains 

 rehabilitation or replacement of  saltwater service connections,  

 construction of an elevated saltwater reservoir with a capacity of 50,000 liters,  

 replacement of corroded fire hydrants (which are connected to the saltwater supply system) with 

new corrosion resistant hydrants.; 

 improving the treatment and disposal of sewage by: (a) installing primary sewage treatment facilities 

(milli-screen) and (b) replacement of the existing lagoon outfall with a new outfall with a length of 

350m discharging at a depth of 35m. 

B. Implementation Status 

No physical works have commenced for this component of the project which is currently in Tender Phase. 

All preparatory work with respect to environmental and social safeguards is underway to facilitate design, 

tendering and procurement processes.  

C. Social Safeguards Monitoring Results 

There have been no adverse social impacts during the monitoring period.  

Land acquisition and resettlement concerns were identified and considered during the design phases and 
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the development of the 100% design completion reports. Specifically, concerns are related to: 

 The location of the new main sewage pumping station. The land where the existing pumping station 

has 2-3 household structures abutting KAJUR’s facility, leaving no way of upgrading/replacing the old 

pumping station without impacting on the household structures. There are few other options for the 

location of the new pumping station. The PMU and KAJUR are gathering supporting documentation 

before meeting formally with the landowners to consult on possible alternative locations and/or options 

should these 2-3 households be asked to relocate. 

 Some household structures in North Camp and Fire Victims will need to be modified, moved, 

temporarily pulled down and/or rebuilt to lay new pipes for sewage and water. These may include 

single-room house structures, fences, gates, water tanks and concrete pathways. An inventory of these 

impacts was conducted on 24 and 25 March 2017 (see Appendix K). 

 Formal land lease arrangements with landowners for sewage pump stations 1 and 2 are still to be 

secured, however, landowners have given their verbal support, there are no conflicting land users in 

these locations and KAJUR already has existing pumping stations on this land. 

During the monitoring period, KAJUR and the PMU have begun the process of updating the original Land 

Acquisition and Resettlement Plan. This process has included: 

 Consultations with landowners and the Project Steering Committee regarding the use of land for 

easements 

 Land leases secured for KAJUR key facilities, including the sewage treatment plant. 

 Consideration of options and alternatives to avoid and/or reduce the impact on household structures in 

North Camp and Fire Victims, and a revised inventory of impacts 

 Investigations and discussions of alternative locations for the main sewage pumping station 

 Progress on the updated Land Acquisition and Resettlement Plan (to be finalized in April/May) 

D. Environmental Safeguards Monitoring Results 

No site works have commenced, however, in October 11, 2016, the Project Water Engineer, and KAJUR 

staff (Majina, Joe) marked proposed pipeline alignments for fresh, salt, and sewer lines, along roads and 

between homes, to show residents in North Camp where pipes are proposed to be installed (illustrated in 

Figure 2). 

No physical works have commenced. The contractor will be required to prepare a Construction 

Environmental Management Plan (CEMP).  
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Figure 2 Staff marking proposed pipeline alignments in North Camp to demonstrate potential 

construction impacts to residents. 
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VI. EWSSP – SSU04 – SCHOOL SANITATION UPGRADE 

No physical works have commenced for this component of the project, which is currently in Design Phase. 

All preparatory work with respect to environmental and social safeguards is underway to facilitate design, 

tendering and procurement processes.  
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VII. CONCLUSIONS AND RECOMMENDED ACTIONS 

A. Conclusions 

Environmental Safeguards 

All preparatory work has been completed to address the environmental safeguards requirements for the 

project, including the update to the IEE and the included EMP (refer to Appendix A).  

The draft RMIEPA General Works and Earth Moving Permit application for the water and sewerage upgrade 

works has also been developed and consultation with the RMIEPA is ongoing as part of this process.  

Monitoring of civil works which commenced in February 2017, associated with the SWRO plant have 

commenced including review of the Health, Safety and Environmental Management Plan and inspection of 

the works site and activities. No issues or actions were identified as part of this inspection of the works site.  

Social Safeguards 

The KADA Master Lease was secured by KAJUR in February 2017. All civil work undertaken to date as part 

of the SWRO construction has occurred on the KAJUR leased land and within KAJUR facilities.  

The Grievance Redress Mechanism has been updated to be consistent across the project, and provide 

current contact details. No grievances have been raised by the public at the time of writing this report.  

During the monitoring period, KAJUR and the Project Implementation Assistance Consultants (PIAC) have 

begun the process of updating the original Land Acquisition and Resettlement Plan (LARP). Key issues to 

be resolved include: 

 The location of the new main sewerage pumping station. The existing site has insufficient space for 

replacing the old pumping station without affecting households. Alternative sites need to be identified. 

This may need to be addressed through the safeguards processes as an associate facility, so as not to 

hold up the submission and approval of the updated LARP required for works to commence on the 

main elements of the Water Supply and Sewerage upgrade components of the project (contract 

number EWSSP-WSSP03).  

 Some household structures in North Camp and Fire Victims will need to be modified, moved, 

temporarily pulled down and/or rebuilt to lay new pipes for sewage and water. The inventory of these 

impacts is provided in Appendix K. 

 Formal land lease arrangements with landowners for sewage pump stations 1 and 2 are still to be 

secured, however, landowners have given their verbal support, there are no conflicting land users in 

these locations and KAJUR already has existing pumping stations on this land. 

B. Follow up actions 

During the next monitoring period the other construction contracts are expected to be let and a copy of all 

CEMP are to be approved and a system in place to monitor compliance.  

The LARP is required to be finalised and approved by ADB prior to mobilisation of any civil contractors for 

the water and sewer components of the works (contract number EWSSP-WSSP03). As above, work is 

required to determine a solution for the location of the main sewerage pump station that minimises any 

impact to people in the area.  


